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RESENJE O ODREBDIVANJU ODGOVORNOG PROJEKTANTA

Na osnovu €lana 128. Zakona o planiranju i izgradnji ("Sluzbeni glasnik RS", br. 72/09, 81/09-
ispravka, 64/10 odluka US, 24/11 i 121/12, 42/13—-odluka US, 50/2013—odluka US, 98/2013—
odluka US, 132/2014, 145/2014, 83/2018, 31/2019, 37/2019, 9/2020 i 52/2021) i odredbi
Pravilnika o sadrzini, nacinu i postupku izrade i nacin vrSenja kontrole tehnicke dokumentacije
prema klasi i nameni objekata kao:

ODGOVORNI PROJEKTANT

za izradu Projekta merenja, regulacije i upravljanja kao deo idejnog reSenja (IDR) za
Rekonstrukciju postrojenja FCC i izgradnju ETBE postrojenja, na KP 3545, 3559, 3557, 3538,
3529/1, 3570, 3571, 3563, 3558, 3552/1, 3547, 3546, 3549, 3548, 3541, 3533, 3532, 3534,
3531, 3556, 3542, 3544, 3561/1, 3560 ko vojlovica, Panéevo odreduje se:

Dragan Vukojevié, dipl. inz. el. 352 K240 11

Projektant: TERMOENERGO INZENJERING d.o.0.
Bulevar kralja Aleksandra 298
11050 Beograd, SRBIJA
Licenca MGSI br.: 351-02-03760/2018-07

Odgovorno lice projektanta: Dura Kesi¢, dipl. mas. inz.
Potpis:

Broj tehniCke dokumentacije: TEI-09499-IDR-05/1

Mesto i datum: Beograd, septembar. 2021.
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IZJAVA ODGOVORNOG PROJEKTANTA
PROJEKTA MERENJA, REGULACIJE | UPRAVLJANJA

Odgovorni projektant Projekta merenja, regulacije i upravljanja, koji je deo idejnog reSenja za
Rekonstrukciju postrojenja FCC i izgradnju ETBE postrojenja, na KP 3545, 3559, 3557, 3538,
3529/1, 3570, 3571, 3563, 3558, 3552/1, 3547, 3546, 3549, 3548, 3541, 3533, 3532, 3534,
3531, 3556, 3542, 3544, 3561/1, 3560 ko vojlovica

Dragan Vukojevi¢, dipl. inz. el.

IZJAVLIUJEM

1. da je projekat izraden u skladu sa Zakonom o planiranju i izgradnji, propisima,
standardima i normativima iz oblasti izgradnje objekata i pravilima struke;

2. da su pri izradi projekta poStovane sve propisane i utvrdene mere i preporuke za
ispunjenje osnovnih zahteva za objekat i da je projekat izraden u skladu sa merama i
preporukama kojima se dokazuje ispunjenost osnovnih zahteva.

Odgovorni projektant: Dragan Vukojevié¢, dipl. inz. el.
Broj licence: 352 K240 11
Potpis:
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Broj tehnicke dokumentacije: TEI-09499-IDR-05/1
Mesto i datum: Beograd, septembar. 2021.
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2. TEKSTUALNA DOKUMENTACIJA
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2.1. TEHNICKI OPIS

NISa.d. Novi Sad — Rekonstrukcija postrojenja FCC i izgradnja ETBE postrojenja u RNP
Sveska: 5/1. Projekat merenja, regulacijei upravijanja
br.dokumenta: TEI-09499-1DR-05/1



TERMOENERGO INZENJERING d.o.0. 2.1./ Strana 2

1. GENERALNO

Projekat ¢e biti uraden u skladu sa projektnim zadatkom, dogovorima sa sastanka, sa
masinsko-tehnoloskim i procesnim zahtevima detaljno definisanim u tehnolosko-
masinskom projektu, prema podlogama koje su bile na raspolaganju, uvidom na licu
mesta, u skladu sa vazec¢im propisima, standardima, zakonskom regulativom
Republike Srbije, EU normama i direktivama IEC/EN, i ostalim odgovaraju¢im
standardima za projektnu dokumentaciju iz ove oblasti.

Projektom e se obraditi oprema instrumentacije, sve potrebne instalacije opreme
instrumentacije, signalno i komunikaciono povezivanje na postojeCe nadzorno
upravljacki sistem.

Projektom se predvidaju sve potrebne isporuke i radovi na postavljanju i montiranju
opreme instrumentacije, elektro i procesnom povezivanju svih instalacija opreme
instrumentacije.

Projektom se predvida savremena elektronska oprema instrumentacije, u skladu sa
zahtevima za izvodenje ovakvih sistema.

2. uvoD

Predmet Idejnog reSenja je Rekonstrukcija postrojenja FCC i izgradnja ETBE
postrojenja u Rafineriji nafte Pancevo.

Lokacija na kojoj ¢e se realizovati predmetni projekat jeste Rafinerija nafte Pancevo.

Projektom je planirana fazna izgradnja / fazno izvodenje radova pri ¢emu su
predvidene sledece faze:

Redr_li Naziv Oz.naka“rya
broj Situaciji

1 Izgradnja novog postrojenja za proizvodnju ETBE (S- Al
6600)

2 Rekonstrukcija i dogradnja nove posude baklje A2

3 Rekonstrukcija i dogradnja postrojenja FCC (S- B
2300/2500)

4 Rekonstrukcija i dogradnja postrojenja rashladne vode c
(S-9510)

5 Rekonstrukcija i dogradnja vagon puniliSta za propilen D1
(S-16000)

5 Rekonstrukcija sfernih rezervoara (FB-16704/5/6) (S- D2
16700)

8 Rekonstrukcija medupoveznih cevovoda (S-23000) E

9 Nove pumpe za dopunu sistema vodom (S-9150) i nove c
pumpe demi vode (S-9300)

Postojeci objekti, koji se nalaze u krugu Rafinerije nafte PanCevo, a koji Ce biti
zahvaceni predmetnom rekonstrukcijom postrojenja FCC i izgradnje
postrojenja ETBE su:

NISa.d. Novi Sad — Rekonstrukcija postrojenja FCC i izgradnja ETBE postrojenja u RNP
Sveska: 5/1. Projekat merenja, regulacijei upravijanja
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Redni broj | Naziv Oz.naka“rya
Situaciji

Kontejner sa elektroopremom za utovarne

1 01
ruke

5 Komandna sala i prostorija elektroopreme 02
bloka 5 (ETBE)

3 Trafostanica TS zgrada 3 03
Trafostanica TS-C 04

5 Komandna sala postrojenja FCC i alkilacije i 05
prostorija elektroopreme
Centralna komandna sala 06
Trafostanica energane o7
Trafostanica TS-91501 (UPS i prostorija

8 08
elektroopreme)

9 Trafostanica TS-N1 09

10 Trafostanica TS-N2 010

11 Komandna zgrada autootpreme - CCTV 011

3. PREDMET PROJEKTA

Predmet Idejnog reSenja je Rekonstrukcija postrojenja FCC i izgradnja ETBE
postrojenja u Rafineriji nafte Pancevo.

4. IZGRADNJA POSTROJENJA ZA PROIZVODNJU ETBE (A1)

Postrojenje ETBE bice izgradeno u bloku 5, na mestu postrojeCe serije S-620
(Ekstrakcija aromata, u listu nepokretnosti objekat 21) u okviru Rafinerije nafte
Pancevo, na KP 3545, 3544, 3542 KO Vojlovica.

Projekat rusenja nije predmet ovog projekta. Postojeci objekti koji se nalaze na
mestu novih biée uklonjeni do pocetka izgradnje prema posebnoj dozvoli.

Upotrebna dozvola br.: 04-351/3143-78 od dana 19.11.1984. godine.

Investicioni objekat STARA RAFINERIJA u Pancevu (I Proizvodni objekti kapaciteta
4000 tona/dan: 8. Ekstrakcija aromata)

S. REKONSTRUKCIJA | DOGRADNJA NOVE POSUDE BAKLJE (A.2)

Projektom je predvidena rekonstrukcija i dogradnja objekta u bloku 4, objekat br. 9 u
Listu nepokretnosti, na KP 3538, KO Vojlovica — nepokriveni bazen — posuda sistema
baklje.

Upotrebna dozvola br.: 04-351/3143-78 od dana 19.11.1984. godine.

Investicioni objekat STARA RAFINERIJA u Pancevu (I Proizvodni objekti kapaciteta
4000 tona/dan: 15. Sistem baklje)

NISa.d. Novi Sad — Rekonstrukcija postrojenja FCC i izgradnja ETBE postrojenja u RNP
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6. REKONSTRUKCIJA | DOGRADNJA POSTROJENJA FCC (B)

U tehnoloSkom bloku 6 — Objekti fluidnog katalitickog krekinga — FCC, u okviru
Rafinerije nafte PanCevo sastoje se od:

¢ Komandne zgrade FCC

e S-2300 Postrojenje fluidnog katalitickog krekinga
e S-2400 Postrojenje hidrodesulfurizacije

e S-2450 Postrojenje za proizvodnju sumpora Klaus
e S-2500 Postrojenje za obradu gasova

e S-2550 Postrojenje Merox TNG

e S-2600 Postrojenje Alkilacija

e S-2750 Postrojenje Merox lake benzinske frakcije
e S-2850 Postrojenje Merox teSke benzinske frakcije
e S-2900 Postrojenje obrade kisele vode

e S-2950 postrojenje regeneracije amina

Predmet ovog projekta je rekonstrukcija i dogradnja objekta broj 92 u Listu
nepokretnosti na postojecoj lokaciji i lokaciji koja Ce se isprazniti nakon uklanjanja dela
objekta 96 (u listu nepokretnosti), na KP 3559, 3560, 3561/1 KO Vojlovica. Projekat
ruSenja nije predmet ovog projekta. Postoje¢i objekti koji se nalaze na mestu
novih biée uklonjeni do pocetka izgradnje prema posebnoj dozvol..

Upotrebna dozvola br.: 130-351-52/2014-01 od dana 07.08.2015. godine

7. REKONSTRUKCIJA | DOGRADNJA POSTROJENJA RASHLADNE VODE
(S-9510) (C)

Rekonstrukcija i dogradnja postrojenja rashladne vode (S-9510) u bloku 9, na KP
3557, 3556 KO Vojlovica, objekat broj 51 (u Listu nepokretnosti) obuhvata dodavanje
dve nove modularne rashladne jedinice kapaciteta 3600 m3/h (2x1800 m3/h).

Upotrebna dozvola br.: 04-351/2982-82 od dana 21.11.1984. godine

8.  REKONSTRUKCIJA | DOGRADNJA VAGON PUNILISTA ZA PROPILEN
(D.1)

Predmet rekonstrukcije i dogradnje vagon puniliSta za propilen, u bloku 16 u okviru
Rafinerije nafte PanCevo, objekat broj 6 u listu nepokretnosti, na KP 3529/1 KO
Vojlovica obuhvata:

- Rekonstrukciju ZelezniCkog pretakaliSta za TNG u cilju obezbedenja
istovremenog koriS¢enja tri utakaCke ruke, Sto Ce obuhvatiti produzavanje
pristupnog koloseka za oko 30 m i povecanje rastojanja izmedu utovarnih ruku
kako bi se mogle istovremeno smestiti 3 cisterne.

- Ugradnja degazera na zeleznickom puniliStu za TNG sa proprathom
instalacijom.

NISa.d. Novi Sad — Rekonstrukcija postrojenja FCC i izgradnja ETBE postrojenja u RNP
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- Nabavka pneumatskog alata za lakSe povezivanje utakackih ruku na
Zeleznickom puniliStu za TNG.

Upotrebna dozvola br.: 04-351/3143-78 od dana 19.11.1984. godine.

Investicioni objekat STARA RAFINERIJA u Pancevu (IV Objekti manipulacije
sirovine i produkata unutrasnjeg transporta i dorade: 11. Zelezni¢ko puniliste)

9.  REKONSTRUKCIJA SFERNIH REZERVOARA (FB-16704/5/6) (S-16700)
(D.2).

Rekonstrukcija sfernih rezervoara FB-16704/5/6 u bloku 16, objekti broj 27, 28, 29 u
listu nepokretnosti, na KP 3529/1 KO Vojlovica obuhvata:

- Ugradniju linija za cirkulaciju propilena na rezervoarima.
- Povecanje precnika linija izlaza iz rezervoara za propilen

- Povezivanje sa rezervoarima S-16800.

10. REKONSTRUKCIJA MEDUPOVEZNIH CEVOVODA S-23000 (E)

Novoprojektovani medupovezni cevovodi, koji su predmet projekta:

e Cevovod C4mix od postrojenja FCC u bloku 6 do novog postrojenja za ETBE
u bloku 5.

e Cevovod Rafinata 2 iz postrojenja za ETBE iz bloka 5 ka postrojenju Alkilacije
u bloku 6.

e Cevovod etanola od bloka 13 do postrojenja za ETBE u bloku 5.

e Cevovod ETBE-a iz postrojenja za ETBE u bloku 5 ka bloku 13 i ka bloku 20.

e Cevovod za dovod rashladne vode iz bloka 9 u blok 6.

e Cevovod za povrat rashladne vode iz bloka 6 u blok 9.

Takode predvideni su i radovi na:
e Cevovodu C4mix/TNGv.s u pumpnoj kuc¢i (PK-10) i blokova (BL-8/9) i
e Zamena linije PLN-a (propilena) duz blokova (BL-8/10/11/16 (S-16700/16800))
sa postojecih 2" na 4”.

na KP 3570, 3571, 3563, 3557, 3558, 3552/1, 3547, 3546, 3545, 3541, 3548, 3549,
3534, 3533, 3532, 3531, 3529/1 KO Vojlovica.

Za potrebe postrojenja ETBE predvideni su sledeci pomo¢ni fluidi:

e Cevovod pare niskog pritiska

e Cevovod kondenzata niskog pritiska

e Cevovod pare srednjeg pritiska

e Cevovod kondenzata srednjeg pritiska
e Dovod rashladne vode

e Povrat rashladne vode

e Cevovod demi vode

NISa.d. Novi Sad — Rekonstrukcija postrojenja FCC i izgradnja ETBE postrojenja u RNP
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e Cevovod azota

e Instrumentalni vazduh

e Veza sa sistemom baklje
e Cevovod vodonika

Dovod ovih pomo¢nih fluida predviden je iz bloka 5, sa postoje¢ih cevovodnih
instalacija koje ve¢ postoje u okviru bloka 5 na KP 3545, KO Vojlovica

11. NOVE PUMPE ZA DOPUNU SISTEMA RASHLADNOM VODOM (S-9150) |
NOVE PUMPE DEMI VODE (S-900) (F)

Nove pumpe za potrebe dopune sistema rashladnom vodom, kao i nove pumpe demi
vode biée postavljene u okviru bloka 9, na KP 3557 KO Vojlovica.

Upotrebna dozvola br.: 04-351/2982-82 od dana 21.11.1984. godine.

12. LISTA SKRACENICA

Skracéenica Naziv na engleskom Naziv na srpskom
RTD Riser Termination Device ZavrSetak rajzera
Clarified oil (from botom of Dekantno ulje(sa dna
CLO : .
fractionator) frakcionatora)
RE RCSP RF Regener.ated catalyst Cevpvod RF rajzera
slide standpipe (recirkulata)
RE RCSV RF Regenerated catalyst Slajd. ventil reggnerlsnog
slide valve katalizatora recirkulata
TSS Third stage separator Separator treCeg stepena
tor Cetvrt
FSS Fourth stage separator Separator cetvrtog
stepena
HCN Heavy Cat Naphta TeSka kat. nafta
LCN Light Cat Naphta Laka kat. nafta
Regnerated catalyst slide Slajd ventil regnerisanog
RCSV .
valve katalizatora
SCSP Spent catalyst standpipe Cevovod istrosenog
P y PIp katalizatora
SCSV Spent catalyst slide valve Slajd. ventil istroSenog
katalizatora
LCGO Light cycle gas oill Lako ciklicno gasno ulje

NISa.d. Novi Sad — Rekonstrukcija postrojenja FCC i izgradnja ETBE postrojenja u RNP
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Skracéenica Naziv na engleskom Naziv na srpskom
ICGO Inter cycle gas oill Meducikli¢no gasno ulje
DEA Diethanolamin Dietanolamin

OH Overhead Vrsni tok

PA Pumparound Pumparound

FCC Fluid catalytic cracking Fluid katalitiCki kreking
ETBE Ethyl tert-butyl ether Etil tert-butil etar

GCU Obrada gasova

LP Steam Low Pressure Steam Para niskog pritiska

LP Condensate

Low Pressure Condensate

Kondenzat niskog pritiska

MP Steam

Medium Pressure Steam

Para srednjeg pritiska

MP Condensate

Medium Pressure

Kondenzat srednjeg

Condensate pritiska
HP steam High Pressure Steam Para viskog pritiska
BL Battery Limit Granica projektovanja
UCo Unconverted Ol Nekonvertovano ulje
LPG Liguefied Petroleum Gas Teclni naftni gas, TNG
VGO Vacuum Gas Oill Vakuum gasno ulje

13. KONFIGURACIJA SISTEMA

Procesno postrojenje u rafineriji se nadgleda i upravlja paralelno sa dve razliCite
lokacije:

. Lokalne kontrolne sobe (LCR) u blizini procesnog podrucja
. Centralne kontrolne sobe (CCR) u Bloku 3.

U zavisnosti od lokacije u rafineriji koriste se razli€iti nadzorno upravljacki sistemi:

Procesno postrojenje Lokalna Nadzorno upravljacki Trafostanica | Centralna
kontrolna soba | sisitem (lokacija) kontrolna
/LCR soba
(lokacija) (lokacija)
s-6600 | ETBE postrojenje Blok V LCR DCS: Honeywell EPKS TS Zgrada 3
(novo) (Blok V) ESD: Honeywell SM (Blok V)
F&G: Siemens
s-2300 | FCC postrojenje DCS: Honeywell EPKS
(revamp) FCCLCR ESD: Honeywell SM TS N-2
s-2500 | Gas Concentration | (Blok 3) F&G: Siemens (Blok 9) CCR
Unit (revamp) ok 3
s-9150 | Sistem rashladng TS-9150 DCS: Yokogawa Centum | Tg (Blok 3)
tornja ESD: N/A Energana
(Blok 9) . Qi 9
(revamp) F&G: Siemens (Blok 9)
S-1600 | Utovarna ruka Utovarna ruka | PLC: SMAR ) Nema uticaja
propilena (revamp) propilena ESD: HIMA HiMatrix
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| | | (Blok 16) | F&G: Siemens | | |

Glavni i najveci deo upravljackog sistema je uraden od strane Honeywell EPKS/SM
platforme koja pruza interfajese operatorskim odeljenjima u centralnoj kontrolnoj sobi
prema drugim sistemima.

Operatorski interfejsi su duplirani u LCR i CCR ne samo za vizuelizaciju na DCS HMI
ve¢ i za potrebe ru¢nogn nuznog isklju¢enja. Komunikacija izmedu ESD sistema u
CCR i ESD PLC u loklanim kontrolnim sobama je postize putem sigurnosne mreze
koja je u SIL 4.

Obim projekta je da se izvrSi dopuna postoje¢eg sistema sa novi hardware-om i
software-om:

. Prilagoditi, konfigurisati i priakzati nove I/O signale

. Zameniti zastarelu opremu u CCR, FCC i u lokalnoj kontrolnoj sobi u bloku 5 koja
je povezana sa FCC i sa ETBE postrojenjem

. Da se obezbedi novi sistem za obuku operatora (OTS), simulatorskog tipa, koji
se odnosi na simulaciju postojeceg DCS/ESD sistema za potrebe FCC i ETBE

. Da se azurira postojec¢i APC i AMS u skladu sa novom konfiguracijom za ETBE
i FCC

Zbog nedostatka mesta u postoje¢im LCR-ovima, uvedeni su sledeci uslovi radi

smanjenja fiziCkog prostora za potrebe ovog projekta:

. FCC: DCS RIO paneli ¢e se koristiti za ocCitavanje jednostavnih signala ( nema
upravljanja preko panela)

o FCC: Postojeca lokalna kontorlna soba Ce se podeliti na dve prostorije da bi se
napravila nova prostorija za OTS

. ETBE: Prosiriti prostoriju elektronske opremem tako Sto ¢e se smanijiti lokalna
kontrolna soba da bi se napravilo mesta za nove ormane.

. Sistem rashladnog tornja: Novi DCS procesor ¢e biti dodat u protstoriji
elektronske opreme u CCR-u, novi DCS 1/0O node c¢e biti dodat unutra TS-91501
(zidna montaza), novi Marshalling orman za spoljnu montazu ¢e biti lociran u
blizini TS-91501

14. MERNO-REGULACIONA OPREMA

Sva merno-regulaciona oprema i instalacija koja se obraduje ovim projektom predvida
se u odgovarajucoj Ex za$titi i odgovaraju¢em tipu instalacije prema Ex zonama
opasnosti definisane elaboratom ZOP-a, za odgovarajuCu grupu gasova i
temperaturnu klasu.

Projektom se predvida da sva merno-regulaciona, upravljacka i komunikaciona
oprema, bude proSiriva, sa otvorenim komunikacionim protokolima i standardizovane
fiksno Zi€ane signale.

Neka oprema c¢e biti isporu¢ena u vidu paketne jedinice.

U okviru isporuke paketnih jedinica ¢e biti dostavljena detaljina dokumentacija
isporuc€ioca ove opreme. Krajnji koncept i reSenja, Ex zastita, algoritam i logika rada,
primenjena u okviru paketnih jedinica su definisana od strane isporucioca, kompletna
atestno-tehniCka dokumentacija kao i garancije za potpunom funkcionalnoS¢u i
pouzdanos$cu i u skladu sa osnovama i koncepcijom projekta.
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15. UZEMLJENjE

Potrebno je uzemljiti svu metalnu merno regulacionu opremu na postojeci uzemljivac.
Sve ormane je potrebno uzemljiti na postoje¢i uzemljiva€, kao i izvrSiti potrebno
izjednaCavanje potencijala.

16. POLAGANJE | TRASE KABLOVA

Potrebno je, u skladu sa elaboratom ZOP-a, obezbediti zasebne trase za svaku dole
navedenu instalaciju:

- Elektroenergetske kablove 1kV

- Signalne kablove 4-20mA, 24 VDC

- Kablove za digitalne signale, 24 VDC

- Komunikacione

- Samosigurnosni krugovi ( Ex ia instalacije )

Svi signalni i komandni vodovi treba da su odmaknuti od SN provodnika najmanje
30cm a od NN provodnika najmanje 20cm.

Kablovi ¢e biti oznaceni prema standardima RNP shodno njihovoj nameni.

Svi jednopari¢ni kablovi ¢ée biti armirani i zasticeni omotaCem. Polaganje kablova
izmedu opreme i nadzorno upravljackih sistema ¢e se izvoditi po postoje€im i prema
potrebi novopostavljenim trasama.
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4.10 SITUACIJA
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4.15 KONFIGURACIJA SISTEMA
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CHANGES TO THE EXISTING ICSS SYSTEM ARCHITECTURE

NIS RNP Web Users

CCR - Engineering Room CCR — Control Room

CCR-Equipment Room — 1st floor

Mdain ESDSystem

PLANT FIREWALL 251ESD-251

M2 M2 M2

= =

Operator Bay 1
Block VI-ATM /VAC-2100/2200

Plant Network

Operator Bay 4
ALKY-2400/2600,/2450/2900
®

FCC-2300,/2500/2550,/2950
®

©) ©) ® ® ® @ W) ® ® ® @) ]
aa— — M3 M4 M1 M3 M4 M3 M4 M1 M3 M4 M2 M2 M1 I e ]
VW\X/L;EI SMe?\C,QgeS ! M1 | M2 SP=1]|| M1 M1 11 M2 MI(]]] M2 SP—2||| M1 M1\ [| M2 M1 M M1 sP-3 ! 1. One new DCS System cabinet C—FCC—CC—5 shall be delivered and installed for FCC unit
SmratWeb ~ CPM, AM PHD OPC Server LIMS KPI, Production balance _r = I_ = : _r = I_ _r = I_ = : _r = l_ = : — : e ] 2.0ne new ESD System cabinet C—BLV—SM—5 shall be delivered and installed for FCC unit
IT IT - 3. Existing Honeywell Icon type operator console to be replaced with new Orion console type.
’ ’ i oP i F&G ] OP i i P i ADM | OP i 0P 0P ADM 0 SAFENET 4.CCR operator bay and OWS for the FCC unit
RS N N B it be Hhe iy e e e e e B T = 5 New G-FEG-RO-00..X0 pnl
\ % § \ \ ) : E%Ei' 6. Existing Dell PC stations to be replaced with new Dell PC hardware
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LCN(E) — Local Control Network (Extender)
M1/M2/M3/M4— Monitor
NIM  — Network Interface Module
OP — Operator Station
FCC & ALKY — Control Room
SM — Safety Manager ESD Controller
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NOTES

CHANGES TO THE EXISTING ICSS SYSTEM ARCHITECTURE

OWS FOR S400/1000 and new ETBE S6600

OWS FOR FCC $S2300/2500/2550/295

Honeywell Engineering Station

Yokogawa Engineering Station

Dell PC machines — Honeywell OWS to be replaced with new/latest hardware platform
including operator HMI — Monitors, KVM, key boards and mouse’s

Existing Honeywell SM 251ESD—251 and Marshaling cabinet 251MCE—-251
to be extended with new system modules to accommodate new I0O.
Existing Aux ESD panels to be extended with new PB, selector switches and lamps.

Do not

egxist

LEGEND

DCS OPERATIONS CONSOLE, DOUBLE MONITOR, EQUIPPED BY VENDOR

ESD ANNUNCIATOR PANEL CONSOLE, EQUIPPED BY VENDOR

TELECOMMUNICATION, FIRE ALARM CONSOLE, EQUIPPED BY VENDOR

DCS OPERATIONS CONSOLE, DOUBLE MONITOR, COMPUTER EQUIPMENT BY OTHERS

ESD ANNUNCIATOR PANEL CONSOLE, COMPUTER EQUIPMENT BY OTHERS

TELECOMMUNICATION, FIRE ALARM CONSOLE, COMPUTER EQUIPMENT BY OTHERS

LASER PRINTER

s IR EENENEHERICRID

N

WIDESCREEN LCD MONITOR (DIAGONAL SIZE INDICATED]

2

FUTURE EXTENSION

COMPUTER ROOM CABINET DESIGNATION

CABINET
N

DESCRIPTION

CABINET
N

DESCRIPTION

LPA-25105

UPS DISTRIBUTION BOARD A

2516US-256

RESERVED FOR HONEYWELL OPR STATION CABINET

LPA-25106

UPS DISTRIBUTION BOARD B

2516US-25¢

RESERVED FOR HONEYWELL OPR STATION CABINET

251SVR-201

'YOKOGAWA FiBRE/NETWORK CABINET

2516US-258

RESERVED FOR HONEYWELL OPR STATION CABINET

2515VR-202

'YOKOGAWA SERVER CABINET

251PCC-201

OFFICE PC CABINET

251SVR-203

'YOKOGAWA SERVER CABINET

Z51CCTV-001

CCTV SYSTEM SERVER CABINET

251HIS-201

'YOKOGAWA OPERATOR STATION CABINET

251TCF-001

TELECOMMUNICATION CABINET

5HIS-202

'YOKQGAWA OPERATOR STATION CABINET

251HIS-203

'YOKOGAWA OPERATOR STATION CABINET

251SVR-251

RESERVED FOR HONEYWELL SERVER CABINET

251SVR-252

RESERVED FOR HONEYWELL SERVER CABINET

251SVR-253

RESERVED FOR HONEYWELL SERVER CABINET

251SVR-254

RESERVED FOR HONEYWELL SERVER CABINET

2516US-25

1 | RESERVED FOR HONEYWELL OPR STATION CABINET

251GUS-252

RESERVED FOR HONEYWELL OPR STATION CABINET

251GUS-233

RESERVED FOR HONEYWELL OPR STATION CABINET

251GUS-254
251GUS-255

RESERVED FOR HONEYWELL OPR STATION CABINET

RESERVED FOR HONEYWELL OPR STATION CABINET

CONTROL BUILDING ROOM DESIGNATION:

DESCRIPTION

REMARKS

STARS

CORRIDOR

HVAC ROOM

HALL TOILETS WOMEN

TOILETS WOMEN - WC

HALL TOILETS MEN

TOILETS MEN - PISSOIRS

TOILETS MEN - WC

CLEANER'S ROOM

KITCHEN, MESS ROOM

TRAINING ROOM / MEETING ROOM

COMPUTER ROOM

CONTROL ROOM

SHIFT FOREMAN

ENGINEERING ROOM

OUTER STAIRCASE

OQUTER STAIRCASE

OPERATOR BAY DESIGNATION:

OPERATOR
BAY

UNIT
™ DESCRIPTION

OPERATORS/ CONSOLES
SHIFT

0Cs
OCS | ESD |TC/FA|  VENDOR

REMARKS

#1 [LEFT REAR}

$-100 | Atmospheric Distillation |

S$-600 | Redistillation

12

S-200 | Vishreaking

2 | 1| 1 | Honeywl

S$-2100 | Crude distillation

S-2200 | Vacuum distillation

S-0250 | Bitumen blowing

Honeywell

Block 6 7 BBU to be integrated after
black 5 cansalidation.

S-300 | Catalytic reformer

S-400  |HDS 1

§-550.590 | LPG

5-620.850 | Merox plants

Honeywell

Optionally, the plants could be
controlled from operater bay #2.
Space ta be kept for future
expansian.
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ITEM NR. DESCRIPTION
DG—1607 NEW DEGASSING DRUM
DG—1608 NEW DEGASSING DRUM
DG—1609 NEW DEGASSING DRUM
o GENERAL NOTES/OPSTE NAPOMENE
I — PLANT NORTH ANGLED 55.91% RESPECT TRUE NORTH.
— FABRICKI SEVER JE POD UGLOM OD 55.913 U ODNOSU NA GEOGRAFSK
& e I — ALL DIMENSION ARE IN mm.
/\c?)\ A — SVE DIMENZIJE SU U mm.
e [ — GROUND LEVEL EQUAL TO EL.+//.49m ABOVE SEA LEVEL.
AN — KOTA TERENA ODGOVARA APS. KOTI EL.4+//7.49m
& — EXISTING UNDERGROUND SITUATION TO BE CHECKED.
S ° o M A N AN — POSTOJECE STANJE PODZEMNIH INSTALACIJA CE BITI PROVERENO
AR A A W}
= o o gu 3 "
& A A R )
AN /\Q(X\ A | (\A
AR & Ay ) I
AT
o 3. B A I
A7 . ¢ /\A,__'\ |
O > /\.— -/\c-ov \
L b (‘ép /\({? 0
- A A Forse NOTES /NAPOMENE
» A . >
—+— \ /\@3“ e /\’\%% 1T — EXISTING RAILROAD TO BE EXTENDED 20mt TO SOUTH WITH
O i A ;___ _____ - I NEW RAILS FOR A TOTAL STRAIGHT LENGHT OF 114mt.
& % : : 7
o A° — m
E Q /\_(\(’\’ ,\(0 1 POSTOJECA PRUGA CE BITI PRODUZENA 30 NA JUG
- o 4 /T_—/ﬁ\ I SA UKUPNOM DUZINOM PRAVE DEONICE OD 114m.
A2 AT
%) Eiéb-’\v A 2 — THE LOADING BAY LA—1607/, INCLUDING THREE PLATFORMS
/<\’.\\'/\’<\' \2:“ QO o WITH VALVE GROUPS, TO BE RELOCATED TO SOUTH 5mt.
O\/ e A | 5 AN AN ,<\(O e THE LAST PLATFORM TO BE REDUCED AT 3,5mt LENGHT.
/\}\-
~_ & Ol R &» < THE PIPES BELOW THE PLATFORMS TO BE MODIFIED.
I’\: (\/ -
5 ——1 ,<\(?\,§b N 2 — UTOVARNO MESTO LA—160/7 SA TRI PLATFORME | GRUPOM
. o ,\c; Cl VENTILA CE BITI IZMESTENO 5m KA JUGU.
@ O\/ X Q \ °£: I DUZINA POSLEDNJE PLATFORME CE BITI SMANJENA NA 3.5m
(o) . .
C ,,,;(\.’ "\% qf CEVOVODI ISPOD PLATFORME CE BITI REKONSTRUISANI.
\fe: o I S — A NEW PLATFORM o&5mt LENGHT TO BE ADDED IN THE MIDDLE.
© % A <1 3 — NOVA PLATFORMA DUZINE 5m CE BITI DODATA U SREDINU.
—+ N v N /\<_o<93 4 — NEW PIPE SUPPORTS FOR FLARE
N, O LAY © AR\
R A {“\ | e /\@é\ @c_&” 4 — NOVI OSLONCI CEVOVODA ZA BAKLJU
- — " AN Sk /\<9 5 — EXISTING VALVE PIT SHALL BE RELOCATED.
C «%‘-‘ 0 5 — IZMESTANJE POSTOJECEG SAHTA.
D AL Lk 6 — EXISTING BATTERY LIMIT VALVES TO BE REARRANGED.
O A\l 6 — POSTOJECI VENTILI NA BATERI LIMITU CE BITI RAZMESTENI.
— S P S I / — PIPE WAY TO BE MODIFIED AND RE—ROUTED
of N 7 — TRASA CEVOVODA CE BITI IZMENJENA
O S © N
R /<\’\ = —lj\ ~ I 8 — EXISTING ELECTRICAL ROOM NEW POSITION
g ,<;3§D‘ > 8 — NOVI POLOZAJ ELEKTRO KONTEJNERA
Z o § _—= /\‘P(P ,<\O,<\<,t‘3/ 9 — EXISTING CABLE FROM SOUTH DIRECTION TO BE RE—ROUTED
3;7 & % A @»\“ 't@‘@ TO REACH NEW ELECTICAL CONTAINER POSITION
\— o O A ,\VQSO Q/)\D 0 2 /<\/Q(/\’\\ o -
AN /\/\ O>Q SFON AN < 9 — PRODUZENJE KABLOVA DO NOVOG POLOZAJA ELEKTRO
NAT S sg'o’"@ AN "\ L = o A7 " éc %
/“\ (*\‘/.(A\"_{‘._H__ cion (g) O o :\\ AN /\ N\ KONTEJNERA
D B Jh, L | = . QoA
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; o) - ) )
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N (é&, A‘EQ‘? A'\\\ = = &L < I 71 — NOVI OSLONCI PROTIVPOZARNOG CEVOVODA
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/ NOTES

CHANGES TO THE EXISTING ICSS SYSTEM ARCHITECTURE

j
AN ~

1—0ne new DCS System cabinet C—FCC—CC—5 shall be delivered and installed and primarily
used to accommodate new DCS |0 signals.

2—Marshaling System cabinets C—FCC—MC-5 front side can be partially used to house new

system components: terminals, relays, MCB's,....etc., to accommodate new signals.

S—Field cables shall be terminated directly to the DCS System |0 modules on the
input/output terminals in the DCS system cabinets.

4—0ne new ESD System cabinet C—BLV—SM—5 shall be delivered and installed and primarily
used to accommodate new ESD IO signals.

N 5—Marshaling System cabinets C—FCC-MC-41 and C—FCC—MC-42 shall be primarily used
\ to house new system components: terminals, barriers, relays, MCB's,....etc to accommodate

new ESD signals.
6—New UPS 230VAC FEEDs to be provided for the new System cabinets

7—Existing operator bay with Honeywell ICON type console and OWS for the
N $2300/52500,/S2550/S2950 to be replaced with new operator Orion console type

8— Area for the new OTS

9—-Space for the new Catalyst Handling Vendor PLC wall mounted (800x400x200)
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LISTA OPREME cQUIPMENT LIST ReFeRENCE DRAWINGS
O/NAKA NAZIV CLEV. TEM NR. DESCRIPTION CLEV. DRAWING NR. DESCRIPTION
FC—2505 VAZDUSNI HLADNJAK LCGO PROIZVODA L. 18550 FC—2505 LCGO PRODUCT AIRFAN COOLER L. 18550 118/A-000-00-01-00"1 COMPLEX PLOT PLAN
FCCU REVAMP PLOT PLAN
PO 1M168/A=25-06-01-00"1
FA-2505 PREDGREJAC SARZE DEBUTANIZERA CL EL.T530 FA—-2503 DEBUTANIZER FEED PREHEATER CL EL.T530 (FCCU, GAS CONCENTRATION, SWS & AMINE UNIT)
FA-2505 REBOJLER DEBUTANIZERA/HP PARA CL EL.5490 FA—-2505 DEBUTANIZER HP STEAM REBOILER CL EL.5490 187A 97 _06—01-007 FCCU REVAMP PLOT PLAN
FA-2508 IZMENJIVAC SARZE DEPROPANIZERA/EFLUENT CL EL.1200 FA-2508 DEPROPANIZER FEED/ EFFLUENT EXCHANGER CL EL.1200 (HYDROTREAT, MEROX & SULPHUR UNIT)
FA—2509 REBOJLER DEPROPANIZERA/PL PARA cL EL.29/0 FA—-2509 DEPROPANIZER LP STEAM REBOILER CL EL.29/0 2251-0-01-4 PLOT ELEVATIONS FCCU, GAS CONC, SWS (EXIST.DWG)
FA-25172 REBOJLER SUSACA C3 cL EL.T200 FA-2517 CS DRIER REBOILER CL EL.T200
FA=2515 KONDENZATOR VRSNOG TOKA C3 SUSACA CcL EL.T9200 FA-=2513 CS DRIER OH CONDENSER CL EL.T9200
FA-2516 HLADNJAK PROIZVODA PROPILENA CL EL.18820 FA-2516 PROPYLENE PRODUCT COOLER CL EL.18820 GEN ERAL NOTE
FA-2517 HLADNJAK PROIZVODA PROPANA CL EL.1T8/50 FA=2517 PROPANE PRODUCT COOLER CL EL.T8/50 — UNIT EL. 0,00 CORRESPOND TO EL.+76m ABOVE SEA LEVEL.
FA-2518 HLADNJAK SEPARATORA VISOKOG PRITISKA CL EL.T5000 FA-2518 HIGH PRESSURE SEPARATOR TRIM COOLER CL EL.T5000 — PLANT NORTH ANGLED 55.915 RESPECT TRUE NORTH.
FA-2519 MEDJUHLADNJAK  APSORBERA CL EL.T2420 FA-2519 ABSORBER INTERCOOLER CL EL.T2420 — ALL DIMENSION ARE IN mm.
FA—2520A/B KONDENZATOR DEBUTANIZERA CL EL.T2250 FA—2520A/B DEBUTANIZER TRIM CONDENSER CL EL.12250 — IHE FOLLOW EQUIPMENTS ARE NOT SHOWN ON THIS DRAWING:
FA—252 KONDENZATOR DEPROPANIZERA/RASHLADNA VODA CL EL.12000 FA—252 DEPROPANIZER COOLING WATER CONDENSER CL EL.12000 Eééégg Eﬁ;}?g}j E@CSSJA/E/EED25;?@;} WEAF(%B%%AB/WinEAFéBOQ7Y;85
FA—2522A/B KONDENZATORV SPLITERA PROPILENA /RASHLADNA VODA CL EL.T4200 FA—2522A/B PROPYLENE SPLITTER COOLING WATER CONDENSER CL EL.T4200 GA-2311/S, GA—2313/S, PA—2301, SD—2301, SP—2301, SP—2381,
FA-2550 REBOJLER TESKE NAFTE SPLITERA PROPILENA CL EL.Z2000 FA—=2550 PROPYLENE SPLITTER HEAVY NAPHTHA REBOILER CL EL.Z000 SP—-2381X, SP-2383, SP—-2384, SP—2385A—F, SP-2386, T-2306,
FC—2501 VAZDUSNI HLADNJAK KOMPRESORA 1. STEPENA L. 18550 FC—2501 15T STAGE COMPRESSOR AIRFAN COOLER L. 18550 YP=2501, DA=2001, DA=2502, DA-2005, DA-2504, DA-2500, DA-2500,
DA—=200/, DA-2008, DA-2009, EA-250/, EA-2510, EC—-2004, EC-2509,
FC—2511 KONDENZATOR PARE NISKOG PRITISKA L.187/50 FC—-2511 LLP STEAM CONDENSER L.18/750 FA—0502. FA—0504 FA—2507. FA—2511 FA—2514. FA—2516. FA—2517.
FA—=2507 USISNA POSUDA KOMPRESORA 1. STEPENA. T/L EL.14250 FA—=2501 15T STAGE COMPRESSOR SUCTION DRUM T/L EL.14250 FA-2518, FA—2530, GA—2501/S, GA-2503/S, GA—2504/S, GA—-2506A/B,
FA—2024 POSUDA KONDENZATA REBOJLERA DEBUTANIZERA T/L EL.1280 FA—2024 DEBUTANIZER REBOILER CONDENSATE POT T/L EL.1280 GA—2508/S, GA-2509/S, GA-2512A/B, GA-2526A/B, GA-2527A/B,
GA—2528A/B, GA—2540A/B, GB—2501A, GB—2501B, SP—2511, SP—2512
FA—2022 POSUDA KONDENZATA REBOJLERA DEPROPANIZERA /L EL.B800 FA—2022 DEPROPANIZER REBOILER CONDENSATE POT 1/L EL.B00 ’ ’ ’ ’ ’ ’
/ / DV—-001, DV-002, DV-0045, DV-004, DV-0005.
FA—2054 POSUDA KONDENZATA NISKOG PRITISKA T/L EL.5000 FA—2054 LLP STEAM CONDENSATE FLASH DRUM T/L EL.5000
DRAWING NR. DESCRIPTION
118/A-=20-00-406-001 SIRUCTURE MODIFICATION TO STR—=05 — PLANS
118/A-20—-06-46-002 SIRUCTURE MODIFICATION TO STR—=05 — ELEVATIONS
118/A-=20—-06-46-00% SIRUCTURE MODIFICATION TO STR—=04 — PLANS
118/A-20—-06-46—-005 SIRUCTURE MODIFICATION TO STR—=04 — ELEVATIONS
118/A-20—-06-46-0006 NEW STRUCTURE STR—=05 — PLANS
118/A-20-06-46-00/ NEW STRUCTURE STR—-05 — ELEVATIONS
118/A-20—-06-46-008 NEW STRUCTURE STR—=06 — PLANS
118/A-20—-06-46—-009 NEW STRUCTURE STR—-06 — ELEVATIONS
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DRAWING NR. DESCRIPTION
1187A—000—-00-01-001 COMPLEX PLOT PLAN
2031-0-01-3 PLOT PLAN HYD.TREAT,MEROX &SULPHUR (EXIST.DWG)
FOCU REVAMP PLOT PLAN DEMOLISH (LPG CAUSTIC
1187A-23-06-01-003_DIS
WASHING AND PROPYLENE PRODUCT DRYING / TREATING UNIT)
« | TEM NR. DESCRIPTION TAG/OZNAKA | OPIS
N §9/§§‘ BLOWER DUVALJKA
Y N GB-25024/B | REGEN GAS BLOWER & SPARE GB-2502A/B | VENTILATOR GASA ZA REGENERACIU
S FILTERS FILTER
~ 0 N FD-2527A/B | ©3 PRODUCT FILTER & SPARE FD-2527A/B | FILTERI PROIZVODA C3
) & D
«; & © “ DRUMS POSUDE
2N N\ N & N\
O gg;& FA- 2526 PG / WATER COALESCER FA- 0506 PG / VODA KOALESCER
a e FA-2527A/B | PROPYLENE PRODUCT DRIER FA-2527A/B | SUSAC PROIZVODA PROPILENA
e ES A & 9 SV | FA-2528 CAUSTIC PREWASH DRUM FA- 0508 POSUDA ZA ISPIRANJE LUZINOM
- o o’ o o Qo N .
N N 5 N N A A A A N FA-2529 DRIER /TREATER PROPYLENE INVENTORY DRUM FA- 2529 POSUDA ZA SUSENJE /KONDICIONIRANJE PROPILENA
J : L ij§? Ag? Ag? B ) R ) = . Aéﬁ\ — FA-253] REGEN BLOWER SUCTION DRUM FA-253] USISNA POSUDA VENTILATORA
N /ﬁﬁ/ P EXCHANGERS & AIR COOLEERS EXCHANGERS & AIR COOLEERS
B (C“
N N FA—2580 REGEN GAS EFFLUENT COOLER FA— 2580 HLADNJAK GASA ZA REGENERACWU EFLUENTOM
§§V ol |~ EA-2581 INVENTORY PROPYLENE COOLER FA- 2581 HLADNJAK PROPILENA
N FA— 2582 DRYER/TREATER REGEN GAS HEATER FA- 2582 7AGREJAC OSUSENOG/TRETIRANOG GASA ZA REGENERACIJU
A§; FA-2583 STRIPPING PROPYLENE HEATER FA— 2583 ZAGREJAC STRIPOVANOG PROPILENA
O N & N . FA-2584 DRYER/TREATER REGEN GAS COOLER FA-2584 HLADNJAK OSUSENOG/TRETIRANOG GASA ZA REGENERACIU
) Q S
R & S S o S F Sk Vv X | Ea-2585 REGEN GAS FEED/ EFFLUENT EXCHANGER FA- 2585 ZMENJVAC SARZA GASA 7A REGENERACIU/EFLUENT
[ ] ] o ¢ & N o EN EN | o) o’ [N DUMPS DUMPE
S & & S S X &
S 3Q§? 0 o Ao N O CA—2529 A/B | WATER WASH RECIRCULATION PUMP & SPARE CA—2529 A/B | CIRKULACIONE PUMPE VODE ZA ISPIRANJE
N Y ny © GA—2530 A/B | WASH WATER PUMP & SPARE GA—2530 A/B | PUMPE VODE ZA ISPIRANJE
HESN e i e S — — <¥§ﬁ M o GA—2532 A/B | PROPYLENE INVENTORY DRUM PUMPS & SPARE GA—2532 A/B | PUMPE PROPILENA
S |1\ ™ O
o Nl e RN F? <%> 253 MISCELLANEQUS OSTALA OPREMA
D ISR ' \\féj ,/\“ 4{2& N (?> <0”> S © Qf? * SP-2530 PG COALESCER MIXER * SP-2530 MESAC LPG KOALESCERA
I - | NN o A |
o o é§§§z7§}75 A o A \ o o SK—2580 ANALYZER SHELTER SK—2580 ANALIZATORSKA KUCICA
S % o DV—006 DELUGE VALVE SET DV—006 DELUGE VENTIL
“ DV—007 DELUGE VALVE SET V—007 DELUGE VENTIL
* . NOT SHOWN ON PLOT PLAN £ . NIJE PRIKAZANO NA CRTEZU
SIRUCTURE LISt
DRAWING NR. DESCRIPTION
1187A-25-05—46-002 STRUCTURE SUPPORTING DRUM FA—2526
1187A-25-05—46-003 STRUCTURE FOR PROPYLENE STR—01 — PLANS
1187A-25-05—46-004 STRUCTURE FOR PROPYLENE STR—01 — ELEVATIONS

GENERAL NOTE

— UNIT EL. 0,00 CORRESPOND TO EBEL.+/6m ABOVE SEA LEVEL.
— PLANT NORTH ANGLED 55.915% RESPECT TRUE NORTH,.
— ALL DIMENSIONS ARE IN mm, COORDINATES IN mt.

— [HE MINOR [TEMS OF EQUIPMENT ARE NOT LOCATED ON
~LOT PLAN AND INDICATED WITH * IN THE LIST ABOVE.

NOTE

KEY PLAN BLOCK 6/SITUACIONI PLAN BLOKA 6
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